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SCHEMATIC DESIGN 15% SUBMITTAL

CONSULTANTS: ARCHITECT/ENGINEERS:

23  West Broad St.,  Suite 200

Richmond,  Virginia   2 3 2 2 0

Telephone:  8 0 4.3 5 3.3 0 5 1

Facsimile:   8 0 4.3 5 8.1 4 4 2

Webpage:    www.csarch.com

LIFE SAFETY

WASHINGTON

688-336
MEP STRUCTURAL

VA MEDICAL CENTER 4E
PATIENT WARD EXPANSION

04/20/201005/03/2010

DAVID WRIGHT
CCRD PARTNERS
3311 W. BROAD ST.
RICHMOND, VA 23230
(804) 355-2067

JOHN HANCOCK
STROUD-PENCE & ASSOC.
4198 COX RD., SUITE #110
GLEN ALLEN, VA 23060
(804) 346-3935

FERNANDO ESCALANTE
RHINO FIRE PROT. ENG. PLC
12359 SUNRISE VALLEY DR.
SUITE #350
RESTON, VA 20191
(703) 476-5034

DESIGN DEVELOPMENT 50% SUBMITTAL 06/21/2010
CONSTRUCTION DOCUMENTS 95% SUBMITTAL 02/01/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL 06/22/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL- FOR BID 06/13/2012

THE GENERAL CONTRACTOR IS RESPONSIBLE FOR MAINTAINING THE FOLLOWING
CONDITIONS THROUGH OUT THE WALL CONSTRUCTION PROCESS TO INSURE THE
CREATION OF AN "OPEN RAINSCREEN" DESIGN:

1.    THE CONTINUITY OF THE THERMAL BARRIER.

2.    THE CONTINUITY OF THE VAPOR BARRIER.

3.    A CLEAN AND OPEN 2" AIR SPACE OR INSTALL A "MORTAR NET " OR A SIMILAR
PRODUCT DESIGNED TO KEEP THE WEEP HOLES CLEAR.

4.    WEEP HOLES CLEAR AND FREE FROM MORTAR AT 24" O. C. MAX.

5.    THE CONTINUITY OF ALL FLASHING THROUGH WALL FLASHING, HEAD, JAMB, SILL
AND BASE FLASHING.

6.    THE BASE, SILL, JAMB, HEAD, THROUGH WALL FLASHING AND ALL OTHER FLASHING
SHALL BE AS SPECIFIED.

7.    EXTEND THE FLASHING THROUGH THE WALL AND LEAVE EXPOSED.   DO NOT TRIM
UNTIL DIRECTED TO DO SO BY THE ARCHITECT.

8.    THE PROPER PREPARATION AND INSTALLATION OF ALL BACKER RODS AND JOINT
SEALANTS.

9.    MAINTAIN THE WATER TIGHT INTEGRITY OF THE BUILDING'S EXTERIOR WATER
VAPOR AND MOISTURE BARRIERS.

10.   BRICK TIES TO BE TRIANGULAR WIRE ANCHORS 3/16" DIA. HOT DIPPED  & B DW OR
EQUAL @ 16" O.C. MAXIMUM.  CORRUGATED TIES ARE NOT ALLOWED.

WALL SECTIONS GENERAL NOTES
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21
A-302

21
A-302

21
A-302

21
A-302

21
A-302

21
A-302

21
A-302

EXISTING ROOF SLAB
TO BE DEMOLISHED

NEW STEEL PAN PIPE RAIL
(MEET ADA MIN. STANDARDS)

NEW STEEL PAN STAIR

ACT CEILING

EXIST. ROOF/
NEW MEZZANINE
(+11' - 9 3/8")

TOP OF STEEL/
ELEV. SHAFT
(+23' -6")

TOP OF PARAPET
(+25' -8")

EXIST. 4TH FLOOR
0'-0")

EXIST. 3RD FLOOR
(-11'-9 3/8")

JK

JK

3

UP - 9 TREADS

UPDN

JK

3

DN - 10 TREADS

DN

3

SECTION

4TH FLOOR

PENTHOUSE FLOOR

MIN.

MATCH RISE AND RUN TO
EXISTING LEVELS BELOW (TYP.)

SIM.

SIM.

NOTE: MATCH SLAB OPENING FOR NEW
STAIR EXTENSION TO EXISTING FLOOR CUT BELOW

1'-0"

±1
'-2

"

NEW CONCRETE BEAM

V
.I.

F.

19 TREADS @ 11" EA. = 17'-5"

4'
-6

"
2'

-1
/2

"

19
A-302

19
A-302

6
A-302

NEW 2-HR RATED
EXP. JOINT COVER

EXISTING ROOF SLAB
TO BE DEMOLISHED

NEW STEEL PIPE RAIL
(MEET ADA MIN. STANDARDS)

NEW STEEL PAN STAIR

ACT CEILING

2-HR SHAFTWALL ASSEMBLY

2-HR SHAFTWALL CLG. ASSEMBLY

11 12W

EXIST. ROOF/
NEW MEZZANINE
(+11' - 9 3/8")

TOP OF STEEL/
ELEV. SHAFT
(+28' -6")

TOP OF PARAPET
(+30' -8")

EXIST. 4TH FLOOR
0'-0")

12E

12W11

AREA OF
REFUGE

PENTHOUSE FLOOR

10

F

SIM.

17'-6" SLAB OPENING 8"
NEW CONCRETE BEAM

DN - 19 TREADS

3
A-501

2
A-501

16
A-501

1'-1 1/16"

10
"

4"

5 1/2"

ALUMINUM FRAME STOREFRONT/ KAWNEER TRIFAB 451T SERIES

1" INSULATED GLASS BY PPG- SOLARBAN 60 SOLAR CONTROL LOW-E

COMPOSITE METAL WALL PANEL SYSTEM

1" RIGID INSULATION

5/8" EXT. GYPSUM SHEATHING

BUILT-UP ROOF

MIN. 4" RIGID INSUL./
SLOPE TO DRAIN

MTL. DECKING

3/4" EXT. GRADE
GYPSUM SHEATHING

CONT. ALUM. COPING

TUBE STL. AWNING W/ ARCH. SUN SCREEN

TUBE STL. PLANTER W/ GREENGRID

1 HOUR FIRE RATED SPRAY-ON
FIREPROOFING/ TYP. ALL NEW
STRUCTURAL STL. ELEMENTS

1 HR RATED PARTITION

AIR/ WATER BARRIER
VAPOR BARRIER

TOP OF NEW SLAB FOR MEZZANINE
(+11' - 9 3/8")

TOP OF STEEL FOR PLANTER/ SILL
(+14' -9 1/2")

TOP OF WINDOWS
(+20' -11")

TOP OF AWNING/ INT.CEILING
 (+21' -9")

TOP OF STRUCTURE/ ELEV. SHAFT
(+28' -6")

TOP OF PARAPET
(+30' -8")

12W 12E

F.O.S.

1
A-501

11 1/2" 4'

5"- 2 HOUR FIRE RATED SLAB/
UL DESIGN #D902

RIGID INSULATION

NEW 4" LT.WT. CONC. SLAB
 @ ROOF DOOR

STUD WALL BELOW
@ AREA W/O SLAB

3
A-501

10 9/16"

2'
7'

-1
 1

/2
"

1'
-1

 1
/4

"
3'

-4
"

3'
-4

"
2'

5 1/2"

ALUMINUM FRAME STOREFRONT/
KAWNEER TRIFAB 451T SERIES

1" INSULATED GLASS BY
PPG- SOLARBAN 60 SOLAR
CONTROL LOW-E

COMPOSITE METAL
WALL PANEL SYSTEM

1" RIGID INSULATION

5/8" EXT. GYPSUM SHEATHING

BUILT-UP ROOF

MIN. 4" RIGID INSUL./
SLOPE TO DRAIN

MTL. DECKING

3/4" EXT. GRADE
GYPSUM SHEATHING

CONT. ALUM. COPING

1 HOUR FIRE RATED SPRAY-ON
FIREPROOFING/ TYP. ALL NEW
STRUCTURAL STL. ELEMENTS

1 HR RATED PARTITION

AIR/ WATER BARRIER

VAPOR BARRIER

EXIST. ROOF SLAB
(+11' - 9 3/8")

TOP OF WINDOWS
(+20' -11")

TOP OF STRUCTURE/ ELEV. SHAFT
(+28' -6")

TOP OF PARAPET
(+30' -8")

COL

F.O.S.

6
A-501

5"- 2 HOUR FIRE RATED SLAB/
UL DESIGN #D902

3
A-501

6"
3'

-5
"

3'
3'

2'
2'

5 1/2"

COMPOSITE METAL
WALL PANEL SYSTEM

1" RIGID INSULATION

5/8" EXT. GYPSUM SHEATHING

BUILT-UP ROOF

MIN. 4" RIGID INSUL./
SLOPE TO DRAIN

MTL. DECKING

3/4" EXT. GRADE
GYPSUM SHEATHING

CONT. ALUM. COPING

1 HOUR FIRE RATED SPRAY-ON
FIREPROOFING/ TYP. ALL NEW
STRUCTURAL STL. ELEMENTS

AIR/ WATER BARRIER

NEW ALUM. COPING -
MATCH LOWER
PROFILE TO EXISTING
ROOF EDGE COND.

RUBBERIZED ASPHALT
MEMBRANE BENEATH
FORMED ALUM. COPING

VAPOR BARRIER

EXIST. ROOF SLAB
(+11' - 9 3/8")

TOP OF STRUCTURE/ ELEV. SHAFT
(+23' -6")

TOP OF PARAPET
(+25' -8")
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NEW LT.WT. CONCRETE SLAB
(SEE ENLARGED PLAN - THIS SHEET)

5"- 2 HOUR FIRE RATED SLAB/
UL DESIGN #D902

SILL CONDITION MATCHES
6/A-501 ON OTHER SIDES

SCALE: 1/4"   =    1'-0"
21 STAIR 9 PLANS & SECTION

A-302

SCALE: 1/4"   =    1'-0"
19 5E ACCESS/ EGRESS STAIR SECTION

A-302

SCALE: 3/4"   =    1'-0"
1 WALL SECTION @ EXPANSION JT.

A-302SCALE: 3/4"   =    1'-0"
6 TYP. WALL SECTION

A-302SCALE: 3/4"   =    1'-0"
11 TYP. WALL SECTION @ STAIR 9

A-302
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